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1 G-001 COVER AND INDEX OF DRAWINGS 63 AD102 BASEMENT AND SUB-BASEMENT DEMOLITION PLANS, BLDG 1 131 P-001 PLUMBING GENERAL NOTES AND SYMBOLS
2 G-002 AERIAL SITE PLAN, VICINITY MAP 64 AD103 1ST FLOOR DEMOLITION PLAN, BLDG 1
3 G-003 SURVEY 65 AD105 2ND AND 3RD FLOOR DEMOLITION PLAN, BLDG 1. CANOPY DEMOLITION PLAN, BLDG 26 132 PD102 SUB-BASEMENT & BASEMENT PLUMBING DEMOLITION PLAN, BLDG 1
4 G-004 DEDUCT ALTERNATE DESCRIPTIONS 66 AD321 DEMOLITION SECTIONS 133 PD103 1ST FLOOR PLUMBING DEMOLITION PLAN, BLDG 1
5 G-005 PROJECT RENDERING 67 AD322 DEMOLITION SECTIONS
6 G-103 LIFE SAFETY 1ST FLOOR PLAN, BLDG 1 68 AD323 DEMOLITION PHOTOS 134 P-101 PLUMBING SUB BASEMENT PLAN, BLDG 1
7 G-104 LIFE SAFETY 2ND AND 3RD FLOOR PLANS, BLDG 1 135 P-102 PLUMBING BASEMENT PLAN, BLDG 1
8 G-202 CONSTRUCTION DEPENDENCIES, BASEMENT AND SUB-BASEMENT 69 A-102 BASEMENT AND SUB-BASEMENT PLANS, BLDG 1 136 P-103 PLUMBING 1ST FLOOR PLAN, BLDG 1
9 G-203 CONSTRUCTION DEPENDENCIES, 1ST FLOOR 70 A-103 1ST FLOOR PLAN, BLDG 1 137 P-103.A  |PLUMBING 1ST FLOOR PLAN, BLDG 1,DEDUCT 4
10 G-205 CONSTRUCTION DEPENDENCIES, 2ND AND 3RD FLOORS 71 A-103.A  |1STFLOOR PLAN, BLDG 1, DEDUCTS 3, 4, 5, 6 138 P-103.B  |PLUMBING 1ST FLOOR PLAN, BLDG 1, DEDUCT 8
72 A-103.B  |1STFLOOR PLAN, BLDG 1, DEDUCT 7 139 P-106 PLUMBING 3RD FLOOR AND LOBBY ROOF PLAN, BLDG 1
11 HA101 BLDG 1 ASBESTOS ABATEMENT PLAN 73 A-103.C  |1STFLOOR PLAN, BLDG 1, DEDUCT 8 140 P-106.A  |PLUMBING 3RD FLOOR AND LOBBY ROOF PLAN, BLDG 1, DEDUCT 4
74 A-105 2ND FLOOR PLAN-BLDG 1, CANOPY PLAN-BLDG 26 141 P-106.B  |PLUMBING 3RD FLOOR AND LOBBY ROOF PLAN, BLDG 1, DEDUCT 7 AND 8
12 CD101 SITE DEMOLITION PLAN 75 A-105.A  |LOWER ROOF PLAN, BLDG 1, DEDUCTS 4, 5 142 P-501 PLUMBING DETAILS
13 CD102  |SITE DEMOLITION DETAILS 76 A-105.B  |ROOF PLAN, BLDG 1, DEDUCT 7 143 P-502 PLUMBING DOMESTIC WATER RISER AND MEDICAL PIPING DIAGRAM
77 A-106 3RD FLOOR AND LOBBY ROOF PLAN, 3RD FLOOR ROOF PLAN 144 P-503 PLUMBING STORM, WASTE, AND VENT RISER DIAGRAM
14 C-101 EROSION CONTROL PLAN 78 A-106.A  |HIGH ROOF PLAN, BLDG 1, DEDUCT 4 145 P-601 PLUMBING SCHEDULES
15 C-102 EROSION CONTROL DETAILS 79 A-107 CANOPY PLAN-BLDG 1
16 C-111 SITE LAYOUT 80 A-113 1ST FLOOR REFLECTED CEILING PLAN, BLDG 1, STANDARD BID AND DEDUCT 4 146 M-001 \MECHANICAL GENERAL NOTES AND SYMBOLS
17 C-121 SITE GRADING PLAN 81 A-113.A | 1ST FLOOR REFLECTED CEILING PLAN, BLDG 1, DEDUCTS 7, 8
18 C-131 SITE UTILITY PLAN 82 A-115 2ND AND 3RD FLOOR REFLECTED CEILING PLANS 147 MD103 \BASEMENT, 1ST, 2ND & 3RD FLOOR MECHANICAL DEMOLITION PLAN, BLDG 1
19 C-132 SITE UTILITY PROFILES 83 A-121 FIRST FLOOR ENLARGED PLAN - A
20 C-141 SITE DRAINAGE AREA MAP 84 A-122 FIRST FLOOR ENLARGED PLAN - B 148 MH102 | BASEMENT MECHANICAL PLAN
21 C-501 SITE DETAILS 85 A-123 FIRST FLOOR ENLARGED PLAN - C 149 MH103  |FIRST FLOOR MECHANICAL HVAC PLAN
22 C-502 SITE DETAILS 86 A-124 FIRST FLOOR ENLARGED PLAN - D 150 MH103.A |FIRST FLOOR MECHANICAL PLAN, BLDG 1, DEDUCT 7
23 C-503 SITE DETAILS 87 A-126 SECOND AND THIRD FLOOR ENLARGED PLANS 151 MH103.B  |FIRST FLOOR MECHANICAL PLAN, BLDG 1, DEDUCT 8
24 C-601 DEDUCT 2A, 2B, 5, AND 7 PLANS 88 A-201 EXTERIOR ELEVATIONS 152 MH106 |MECHANICAL 2ND FLOOR, 3RD FLOOR AND LOBBY ROOF PLAN
89 A-201.A  |EXTERIOR ELEVATIONS, DEDUCTS 4, 5,7, 8 153 MH122 1ST FLOOR HVAC ENLARGED PLAN - B
25 S-001 GENERAL NOTES 90 A-202 EXTERIOR ELEVATIONS 154 MH122.A  |FIRST FLOOR HVAC ENLARGED PLAN - B, DEDUCT 7
26 S-002 TYPICAL SECTIONS 21 A-211 INTERIOR ELEVATIONS 155 MH123 1ST FLOOR HVAC ENLARGED PLAN - C
27 S-003 TYPICAL SECTIONS 92 A-212 INTERIOR ELEVATIONS 156 MH123.B  |FIRST FLOOR HVAC ENLARGED PLAN - C, DEDUCT 8
28 S-004 TYPICAL SECTIONS 93 A-213 INTERIOR ELEVATIONS 157 MH124 1ST FLOOR HVAC ENLARGED PLAN - D
29 S-101 CAISSON PLAN, BLDG 1, BASE BID 94 A-301 BUILDING SECTIONS 158 MH124.A  |FIRST FLOOR HVAC ENLARGED PLAN - D, DEDUCT 7
30 S-101.A  |CAISSON PLAN, BLDG 1, DEDUCTS 4,5,6 95 A-321 WALL SECTIONS
31 S-101.B |CAISSON PLAN, BLDG 1, DEDUCT 7 926 A-322 WALL SECTIONS 159 MP101 SUB BASEMENT MECHANICAL PIPING PLAN
32 S-111 FOUNDATION PLAN, BLDG 1, BASE BID AND DEDUCT 2 97 A-323 WALL SECTIONS 160 MP102 BASEMENT MECHANICAL PIPING PLAN, BLDG 1
33 S-111.A |[FOUNDATION PLAN, BLDG 1, DEDUCTS 4,5,6 98 A-324 WALL SECTIONS 161 MP103 1ST FLOOR MECHANICAL PIPING PLAN, BLDG 1
34 S-111.B |FOUNDATION PLAN, BLDG 1, DEDUCT 7 99 A-325 WALL SECTIONS 162 MP103.A  |FIRST FLOOR MECHANICAL PIPING PLAN, BLDG 1, DEDUCT 7
35 S-121 2ND FLOOR AND LOW ROOF FRAMING PLAN, BLDG 1, BASE BID AND DEDUCT 2 100 A-326 EXTERIOR SECTION DETAILS - CANOPY
36 S-121.A |LOW ROOF FRAMING PLAN, BLDG 1, DEDUCTS 4,5,6 101 A-327 BUILDING 26 CANOPY ELEVATIONS, SECTIONS, DETAILS 163 M-501 MECHANICAL DETAILS
37 S-121.B |ROOF FRAMING PLAN, BLDG 1, DEDUCT 7 102 A-328 WALL SECTIONS, DEDUCTS 164 M-502 MECHANICAL DETAILS
38 S-122 3RD FLOOR AND LOBBY ROOF FRAMING PLAN, BLDG 1, BASE BID AND DEDUCT 2 103 A-329 WALL SECTIONS, DEDUCTS 165 M-503 MECHANICAL P AND ID DRAWINGS
39 S-122.A |LOBBY ROOF FRAMING PLAN, BLDG 1, DEDUCTS 4,5,6 104 A-501 EXTERIOR PLAN DETAILS 166 M-601 MECHANICAL SCHEDULES
40 S-123 LOWER AND UPPER AND DECK JOIST LOADING DIAGRAM, BLDG 1, BASE BID 105 A-502 EXTERIOR PLAN DETAILS 167 M-602 MECHANICAL SCHEDULES
41 S-123.A  |LOWER AND UPPER JOIST AND DECK LOADING DIAGRAM, BLDG 1, DEDUCTS 4,5,6 106 A-503 EXTERIOR PLAN DETAILS
42 S-123.B | JOIST AND DECK LOADING DIAGRAM, BLDG 1, DEDUCT 7 107 A-511 INTERIOR PLAN DETAILS 168 E-001 ELECTRICAL GENERAL NOTES AND SYMBOLS
43 S-201 X-BRACING ELEVATIONS 108 A-512 INTERIOR PLAN DETAILS
44 $-202 X-BRACING ELEVATIONS 109 A-521 EXTERIOR SECTION DETAILS 169 ES101 SITE LIGHTING PLAN
45 S-203 X-BRACING ELEVATIONS 110 A-522 EXTERIOR SECTION DETAILS 170 ES102 LIGHTNING PROTECTION PLAN
46 S-301 FOUNDATION SECTIONS 111 A-523 EXTERIOR SECTION DETAILS
47 $-302 FOUNDATION SECTIONS 112 A-531 INTERIOR SECTION DETAILS 171 ED103 ELECTRICAL 1ST, 2ND AND 3RD FLOOR DEMOLITION PLAN, BLDG 1
48 S-303 FOUNDATION SECTIONS 113 A-532 INTERIOR SECTION DETAILS
49 S-304 FOUNDATION SECTIONS 114 A-533 INTERIOR SECTION DETAILS 172 EP102 ELECTRICAL BASEMENT PLAN AND ENLARGED ELECTRICAL PLANS
50 S-311 FRAMING SECTIONS 115 A-601 DOOR, WINDOW, AND FRAME TYPES, SCHEDULES, AND DETAILS 173 EP103 ELECTRICAL 1ST FLOOR POWER PLAN, BLDG 1
51 $-312 FRAMING SECTIONS 116 A-602 FINISH SCHEDULE 174 EP103.A  |ELECTRICAL 1ST FLOOR POWER PLAN, BLDG 1, DEDUCTS 7 AND 8
52 $-313 FRAMING SECTIONS 117 A-703 FINISH FLOOR PLANS, 1ST, 2ND, AND 3RD FLOORS 175 EP104 ELECTRICAL 2ND AND 3RD FLOOR POWER PLAN, BLDG 1
53 S-314 FRAMING SECTIONS 118 I-105 1ST FLOOR AND EXTERIOR SIGNAGE
54 $-315 CANOPY FRAMING SECTIONS 119 I-106 2ND AND 3RD FLOOR SIGNAGE 176 EL113 ELECTRICAL 1ST FLOOR LIGHTING PLAN, BLDG 1
55 S-316 FRAMING SECTIONS 120 -112 1ST FLOOR FURNISHINGS AND EQUIPMENT, AREA B 177 EL113.A |ELECTRICAL 1ST FLOOR LIGHTING PLAN, BLDG 1, DEDUCTS 7 AND 8
56 S-317 FRAMING SECTIONS 121 I-113 1ST FLOOR FURNISHINGS AND EQUIPMENT, AREA C 178 EL114 ELECTRICAL 2ND AND 3RD FLOOR LIGHTING PLAN, BLDG 1
122 -114 1ST FLOOR FURNISHINGS AND EQUIPMENT, AREA D
57 A-001 GENERAL INFORMATION AND INTERIM EGRESS PLAN 179 E-501 ELECTRICAL ONE-LINE
58 A-002 PARTITION TYPES 123 FAQO1 FIRE ALARM GENERAL NOTES 180 E-601 ELECTRICAL LIGHTING FIXTURE SCHEDULE
59 A-003 ABBREVIATIONS, SYMBOLS AND VA FACILITY SITE PLAN 124 FA102 FIRE ALARM BASEMENT AND SUB-BASEMENT PLANS BLDG 1 181 E-602 ELECTRICAL PANEL SCHEDULES
60 A-004 FIRE RATED ASSEMBLIES 125 FA103 FIRE ALARM 1ST FLOOR PLAN BLDG 1 182 E-603 ELECTRICAL PANEL SCHEDULES
61 A-005 FIRE RATED ASSEMBLIES 126 FA104 FIRE ALARM 2ND AND 3RD FLOOR PLANS
62 A-006 FIRE RATED ASSEMBLIES 183 TN100 VA TELECOMMUNICATIONS SPECIFICATIONS
127 FXO0O01 FIRE SUPPRESSION GENERAL NOTES 184 TN103 TELECOM DATA NETWORKS 1ST FLOOR PLAN, BLDG 1
128 FX102 FIRE SUPPRESSION BASEMENT AND SUB-BASEMENT FLOOR PLANS BLDG 1 185 TNT103.A |TELECOM DATA NETWORKS 1ST FLOOR PLAN, BLDG 1, DEDUCTS 7 AND 8
129 FX103 FIRE SUPPRESSION 1ST FLOOR PLAN BLDG 1 186 TN104 TELECOM DATA NETWORKS 2ND AND 3RD FLOOR PLANS, BLDG 1
130 FX104 FIRE SUPPRESSION 2ND AND 3RD FLOOR PLANS
187 TY103 SECURITY 1ST FLOOR PLAN, BLDG 1
188 TY104 SECURITY 2ND AND 3RD FLOOR PLANS BLDG 1
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DEDUCT DEDUCT DEDUCT
DEDUCT DEDUCT DEDUCT
NUMBER SUB- LONG DESCRIPTION NUMBER SUB- LONG DESCRIPTION NUMBER SUB- LONG DESCRIPTION DEDUCT GENERAL NOTES
NUMBER NUMBER NUMBER
1 1A OMIT INSTALLATION OF LOBBY SCULPTURE. (SCULPTURE PROVIDED BY OWNER) OMIT 4 OMIT ELEVATOR CORE, & DELETE 2ND & 3RD FLOORS: OMIT ASBESTOS ABATEMENT AT 2ND 6 DO NOT RELOCATE POLICE FROM V1-673. OMIT MASONRY WALLS AROUND COMMAND/ID & 1. ﬁEX,'\IESWEEI’_EE’/X?%BgSgER(';PTTK')?\INSS 8’;‘&8@4&”; gﬁl’z\‘sgfg lODNE\éVLIJTcHTs
PLYWOOD BACKING FOR SUPPORT. OMIT (3) "J" TYPE LIGHT FIXTURES ON LOBBY & 3RD FLOORS. DELETE PIT, LADDERS, SUMP & GRATE. OMIT SUMP PUMP AND ASSOCIATED HOLD ROOM. MAINTAIN THICKENED SLAB FOR FUTURE WALLS. OMIT BALISTIC-REISTANT S DESCRIBED ON THIS SHEET AND REFERENGED THROUSHOUT THE
WALL. CHANGE (3) "B6" TYPE LIGHT FIXTURES IN LOBBY CEILING TO "B3" TYPE DRAIN AND VENT PIPING. OMIT 6" PIPE SERVING ELEVATOR PIT FOUNDATION DRAINAGE. TRANSACTION WINDOWS & COUNTERS. OMIT BALISTIC-RESISTANT DOORS & FRAMES W/ D RANING SET ARE DESGRIBED 1N WORDS. VIGNETTE SRETCHES
FIXTURES AND MOVE TO CIRCUIT 5 ON PANEL "L-1". RE: 1 EL113, 1EL114. OMIT CMU SHAFT WALL ON THREE SIDES & MTL STUD SHAFT WALL ON ONE ON 3 LEVELS. ACCESS CONTROL HARDWARE. OMIT IMPACT RESISTANT DOOR & FRAME & IMPACT- ROTES AND DRAWINGS. HOWEVER DETALS FOR EACH DECUGT ARE
OMIT 2ND FLOOR OVERLOOK TO LOBBY & GLAZED DECORATIVE METAL RAILING. OMIT RESISTANT OBSERVATION WINDOW. OMIT FIRE-RATED COUNTERSHUTTERS TIED INTO ALARM NOT INCLUDED. [T 1 THE BIDDER'S RESPONSIBILITY T0 UNDERSTAND
1B OMIT INTERIOR SIGNAGE & WAYFINDING KIOSK. PROVIDE ONLY GROUND-MOUNTED ALUMINUM LADDER TO 3RD FLOOR ROOF. OMIT BRIDGE BTWN ELEVATORS & BLDG 1 AT 2ND SYSTEM. IN LIEU OF ID/COMMAND, EXTEND WAITING AREA FINISHES INTO AREA. THE SCOPE OF EACH DEBLCT AMD 1O ALLOW FOR ALL COMPONENTS
BUILDING SIGN, EXTERIOR DIRECTIONAL SIGNAGE, & INTERNALLY ILLUMINATED & 3RD FLOORS INCLUDING EXTERIOR STUD WALLS, EIFS SIDING, 4 ALUMINUM STOREFRONT AFEECTED IN ORDER 76 PROVIDE & COMPLETE ASSEMBLY OR
CABINET SIGN MOUNTED TO DROP-OFF CANOPY. TYPE B WINDOWS, AND TWO EXTERIOR DOORS, FRAMES & HARDWARE. ELIMINATE SFRM OMIT RELOCATING REMOTE FIRE ALARM PANEL & REMOTE ANNUNCIATOR PANEL. OMIT 4 OPERATING SYSTEM GUESTIONS ON Al TERNATES ARE T0 BE
FROM 2ND & 3RD FLOORS & REDUCE SFRM ON COLUMNS FORMERLY SUPPORTING FLOORS SMOKE DETECTORS FOR COUNTER SHUTTRS. PROVIDE SPRINKLERS & SMOKE DETECTION RAISED DURING BIDDING
1C INSTALL RESLIENT SHEET FLOORING IN LIEU OF LUXURY VINYL TILE FROM 3-HOUR TO 2-HOUR. PROVIDE 1-HOUR SFRM ON 1ST FLOOR ROOF AREA FORMERLY -
FOR NEW SEATING AREA. 2. DEDUCT ALTERNATES THAT INCLUDE SUB-LETTERED ITEMS ARE TO
2ND FLOOR BRIDGE TO BLDG 1. OMIT EXPANSION JOINTS SHOWN ON A-126 & A-324. OMIT ' BE BID AS ONE DEDUCT ALTERNATE
1D PAINT GYP BOARD IN LIEU OF WOOD WALLCOVRING ON EAST LOBBY WALL AND AT GUTTERS, DOWNSPOUTS & SPLASH PANS FROM 3RD & 2ND FLOOR ROOFS TO LOWER OMIT RELOCATING REMOTE GENERATOR ANNUNCIATOR PANELS. NURSE CALL REMOTE 3. DEDUGTS WILL BE TAKEN IN SEGUENTIAL ORDER
PACT RECEPTION. REVEAL PATTERN TO REMAIN. ROOFS. REDUCE LF OF COPING. OMIT INTERIOR FLOOR, WALL, & CEILING FINISHES & WALL ANNUNCIATOR, & SECURITY SERVER RACK. OMIT 1 VAV BOX, HEAT|NG HOT WATER PIPING, : :
PROTECTION SYSTEMS AT 2ND & 3RD FLOORS. DUCTWORK & CONTROLS.
1E OMIT PASS-THRU WALL CABINETS IN ROOMS PACT ROOM M1-311, M1-313, M1-317, M1-
319. PROVIDE COMPLETE WALL & BACKS ON WALL CABINETS. REFER TO 2/A-103.A FOR DEDUCT 4 1ST FLOOR PLAN. PROVIDE EMS ROOM IN LIEU OF . REDUCE AREA & VOLUME OF LOBBY, RE: 1/A103.5. REDUCE LOBBY AREA & HEIGHT TO
ELEVATOR MACHINE ROOM (WALL TYPE 16A, DOOR TYPE 1, 3-6" X 7-0°, FRAME TYPE A, SINGLE STORY WITH PARAPET HEIGHT TO MATCH HEIGHT SHOWN ON 1/A-325. METAL STUD
1F OMIT SECURITY CAMERA SYSTEM: PROVIDE RACEWAYS, JUNCTION BOXES, CONDUITS HARDWARE SET 5D). REVISE CEILING FINISH, RE: 2/A-113. PROVIDE SERVICE SINK UALLS W/ DECORATIVE cU VENEER TO REMAT AT EACH END OF ADDIHoR REBLACE
AND PULL STRINGS TO EQUIPMENT LOCATIONS SHOWN FOR INSTALLATION. (PLUMBING FIXTURE TYPE P-502) IN EMS ROOM AND PROVIDE ASSOCIATED DOMESTIC COLD CURTZNV/V ALE%_ i NSR#JH & Wear V(\?ALLS WiTH " S$OREFR8NT o o(\)/qu VESTEBULE OF
EQUIPMENT AND WIRING PROVIDED BY OTHERS. RE: TY SHEETS. WATER, DOMESTIC HOT WATER, DOMESTIC HOT WATER CIRCULATION, WASTE, AND VENT A : BUL
" ) 6" STOREFRONT FRAMING W/ REVOLVING DOOR SAME AS M1-300.1. PROVIDE TWO 4' X 7
PIPING TO ADEQUATELY SERVE THE SERVICE SINK. PROVIDE 1/2" CHECK VALVE, 1/2 >
g ) WIDE-STILE ALUMINUM SWINGING DOORS W/ 9/16" LAMINATED GLASS & WITH DOOR BELLS,
BALANCING VALVE, 1/2" FULL PORT BALL VALVE, AND 1" FULL PORT BALL VALVE FOR D SEADERS S THE For L OMING HARDWARE PER DOOR. CONTIN o on oy DEVICE
1G OMIT INTERACTIVE WHITEBOARD IN MED APPT M1-322. PROVIDE POWER, DATA & DOMESTIC HOT WATER CIRCULATION PIPING. PROVIDE ROOF ACCESS ROOM M1-372 (WALL c S& OLLOWING OOR: CONTINUOUS HINGE,
Aottt WITH ELECTRIC LATCH RETRACT, CYLINDER AS APPROPRIATE, DOOR OPERATOR,
BRACING IN WALL. TYPE 16A, DOOR TYPE 1, 3-0" X 7-0", FRAME TYPE A, & HARDWARE SET 20) OPPOSITE EMS A ETING. ELECTROLYNX MARNESS, TWo PLSH BOTTONS (OUNT ON INIERIOR &
M1-371. PROVIDE 30" X 36" INSULATED ROOF SCUTTLE & ALUMINUM ACCESS LADDER TO 1ST R TERIOR 2OLUMN COVERSY TURESLIOLD. KEY SWiTCH PO\(NER QUPPLY & RO
1H REPLACE DEMOUNTABLE PARTITIONS WITH CONVENTIONAL CONSTRUCTION: REVISE FLOOR LOW ROOF. EXTEND LOBBY FINISHES INTO REMAINING AREA. ON ROOF, PROVIDE o ELEASE L OCATED ATINE ngw TION BOOTH. MOVE DOOR Mi300 476 WEST WALL OF
SOUTH, EAST & WEST WALL OF REGISTRATION TERMINAL M1-351 THRU M1-355& ALUMINUM LADDER FROM LOW ROOF TO HIGH ROOF. CONTINUE GUTTERS TO SOUTHEAST VESTIB?JLEOICD;ROVIDE a AR% o AD‘ER &%CA’RD-W A%E PE(F){OB s _53|(|)30'W|TOH REfA orE RECL’E ASE AT
EAST & WEST WALL OF M1-356 TO METAL STUD & GYP BD WALL TYPE 16. DOORS CORNER & PROVIDE 2 ADDITIONAL DOWNSPOUTS. ADD ROOF DRAIN & OVERFLOW BTWN I ORMATION BOOTH. PRONDE 2 HR SERN AT COLUNMNS 8 BEAMS. & 1 HOUR SERM AT
ARE TO BE TYPE 3 IN TYPE C FRAMES WITH HARDWARE SET 19. OMIT GLASS PANELS GRID LINES WEST OF G. EQUALLY SPACE ROOF DRAINS EAST TO WEST ALONG SOUTH SIDE OOE  PROVIDE COLUMN GOVERG » & 1-
ON WEST WALL. OMIT MAGNETIC GLASS PANEL INSIDE REGISTRATION TERMINALS. OF BLDG 1. ROUTE AS SHOWN ON P-106.A. OOF. PROVIDE COLUMN COVERS.
PAINT WALLS. INSTALL RB POWER & DATA ARE TO BE PROVIDED PER BASE BID.
REVISE GRADING AS SHOWN ON C-601. EXTEND STORM LINES FROM TWO VESTIBULE ROOF
2 2A OMIT DROP-OFF & WALKWAY CANOPIES. WALKS TO REMAIN AS SHOWN. OMIT INTERNALLY FRAME LOW ROGF AS SHOWN ON $-121.A. DROP ROOF DECK TO ELIMINATE OFFSET IN DRAINS TO 10" STORM LINES AS SHOWN ON C-601.
AREA OF NEW DECK BOUNDED BY 1-1.11 TO 4-1.11 & G1 TO G4. REVISE SOUTHEAST
ILLUMINATED CABINET SIGN. REFER TO C-601 FOR BOLLARD LOCATIONS. REFER TO 4/C-
503 FOR BOLLARD FOUNDATIONS. OMIT TYPE "O" FIXTURES SHOWN UNDER DROP-OFF CORNER OF HIGH LOBBY ROOF FRAMING AS SHOWN ON S-122.A. ELIMINATE 3RD FLOOR REDUCE AREA OF SOG. REDUCE COLUMN HEIGHTS. REFRAME ALL ROOF AREAS NORTH OF
AND WALKWAY CANOPIES. RE: 1EL113. FRAMING SHOWN ON 1/5-122 AND ROOF FRAMING SHOWN ON 2/5-122. GRID LINE 6 & WEST OF GRID LINE D FOR SAME ROOF HEIGHT AS ROOF SOUTH OF GRID LINE
6 & EAST OF GRID LINE D. REFER TO S-101.B FOR REVISED CAISSON LOCATIONS. REFER TO
OMIT FIRE ALARM ITEMS ASSOCIATED W/ ELEVATOR. DELETE FIRE ALARM SYSTEM ON 2ND &
FRAMING TO REMAIN IN PLACE AS SHOWN ON C-601. EXTEND SIDEWALK ALONG DRIVE TO COVER ADDED 1ST FLOOR AREA.
BLDG 26 WITH BOLLARDS SPACED AS SHOWN ON BID DOCUMENTS. OMIT ALL ELECTRICAL REDUCE AREA OF FIRE SPRINKLERS & SMOKE DETECTORS.
DEMOLITION WORK AND INSTALLATION OF NEW LIGHT FIXTURES. RE: 2EL113 OMIT MEP WORK ASSOCIATED WITH ELEVATOR AND 2ND & 3RD FLOORS INCLUDING VAV
BOXES VAV-25 AND VAV-26 ANDINCLUDING ALL ASSOCIATED DUCTWORK, AIR DEVICES, REDUCE AIR HANDLING EQUIPMENT CAPACITY BY 10% (1,000 CFM REDUCTION TO 9,000 CFM).
3 OMIT ELEVATORS E-23 & E-24 (CARS, CABS, CONTROLLER, CONTROLS, PUMP UNIT HEATING HOT WATER PIPING, LIGHTING, CONDUIT & WIRING. OMIT LIGHTING, POWER, DOWNSIZE VAV BOX TERMINAL UNITS VAV-12. VAV-16, VAV-22, & VAV-24. RECONFIGURE
ASSEMBLY, HYDRAULIC ASSEMBLY, GUIDE & RAILS). PROVIDE INFRASTRUCTURE FOR DATA, AND ROUGH-IN FOR SECURITY DEVICES IN 2ND AND 3RD FLOOR BRIDGE. DELETE DUCTWORK AND AIR DEVICES, LOCATE DIFFUSERS AND RETURNS IN LAY-IN CEILING.
FUTURE ELEVATOR INCLUDING CMU WALL, SHAFT WALL, SUMP & GRATE, & POWER. CONDUIT & WIRING TO ELEVATORS. OMIT SUMP PUMP SP-1 AND ASSOCIATED WASTE RELOCATE ALL HOT WATER RADIATORS AND ADD TWO RADIATORS, MOVE AC-1 AIR
PROVIDE LIFT BEAM & ELEVATOR RAILS. PROVIDE TWO 4" CONDUIT ABOVE CEILING OF MEN PIPING, VENT PIPING, ELECTRICAL POWER, AND FLOAT ALARM PANEL. OMIT BREAKERS CURTAINS TO BE ABOVE NEW SLIDING DOOR LOCATIONS, REROUTE HYDRONIC PIPING AS
M1-370 FROM ELEVATOR MACHINE ROOM M1-371 TO SOUTH WALL OF ELEVATOR CORE FOR AND CIRCUITS SERVING ELEVATORS AND SUMP PUMP. OMIT ELEVATOR PIT LIGHTING AND REQUIRED TO SERVE NEW RADIATOR AND AIR CURTAIN LOCATIONS. REDUCE AREA OF
FUTURE HYDRAULIC LINES & TWO 2-1/2" X 4" WIRE DUCT FOR FUTURE WIRING. PROVIDE SERVICE RECEPTACLES. OMIT DX COOLING SPLIT SYSTEM (INDOOR AND OUTDOOR UNITS) INTERIOR LIGHTING. INCREASE SIZE OF STORM AND OVERFLOW DRAIN SERVING ROOF
FIRESTOPPING AT CONDUIT PENETRATION TO MAINTAIN 2-HOUR RATING. EXTEND SHAFT FROM ELEVATOR EQUIPMENT ROOM & ROOF. DRAIN AREA #3 TO 8" TO ACCOMODATE REVISED ROOF LAYOUT.
WALL & LOBBY WALL BTWN NORTH & SOUTH MASONRY HOISTWAY WALLS ON 1ST, 2ND, & 3RD
FLOORS. INSTALL SCHEDULED WALL TILE. PROVIDE CONDUIT & BACKBOXES FOR ROUGH-IN 5 OMIT VESTIBULE RE: 1/A-103.A: OMIT 2 EXTERIOR COLUMN COVERS, DELETE TPO ROOFING & 1A
OF FUTURE ELEVATOR FIRE DETECTION DEVICES. OMIT ACTUAL DETECTION DEVICES & INSULATION. OMIT SHEET METAL FLASHING & FASCIAS. OMIT VESTIBULE SFRM. CENTER 8 LEAVE EXISTING RESTROOMS & 2 OFFICES IN PLACE, RE: 1/A-103.C. OMIT ALL INTERIOR
DEMOLITION & FINISH WORK REQUIRED TO PROVIDE 6 NEW OFFICES IN FORMER PUBLIC
WIRING. PROVIDE PIPE & CAP FOR FUTURE ELEVATOR SPRINKLER ROUGH-IN. PROVIDE DX REVOLVING DOOR M1-300.1 IN LINE WITH MAIN BUILDING WALL ALONG GRIDLINE R2. MOVE RESTROOM AREA. & TO PROVIDE NEW PUBLIC RESTROOMS IN ADDITION. LOGATE SUITE OF 4
COOLING SPLIT SYSTEM (INDOOR AND OUTDOOR UNITS) FOR ELEVATOR EQUIPMENT ROOM. TWO AUTOMATIC SINGLE SLIDING DOORS WITH SIDELIGHTS (M1-300.2 & M1-300.3) IN LINE WITH ’ '
OFFICES, ELECTRICAL ROOM, & ROOF ACCESS & ELECTRICAL ROOM IN AREA WHERE NEW ln
PROVIDE SPACES IN ELECTRICAL PANELS AND CONDUITS WITH PULL STRING FOR FUTURE MAIN BUILDING WALL. OMIT CURTAINWALL FRAMING FOR TWO-STORY INTERIOR VESTIBULE. _ it
\ RESTROOMS WERE TO BE. WALL TYPES ARE TO BE AS SHOWN ON 1/A-103.C. SUITE DOOR &
ELEVATOR CIRCUITS. PROVIDE SUMP PUMP AND ASSOCIATED DRAIN AND VENT PIPING AS OMIT ONE 14' OVERALL DBL AUTOMATIC SLIDING DOOR (M1-300.4). REDUCE AMOUNT OF )
A 5 OLvING DOOR S S NG DOORS, OMIT 2 OFFICE DOORS TO BE DOOR TYPE 3, FRAME TYPE A, HARDWARE SET 8. PROVIDE TYPICAL a
SHOWN IN BASE BID. W’Q'EE'LCF; A'\l"l_\{*gTTOvaggx\‘RTE'jé REVOLVING DOOR & 6" IN FRONT OF SLIDING DOORS. OMIT OFFICE FINISHES. DOORS TO ELECTRICAL & ROOF ACCESS TO BE DOOR TYPE 1, FRAME TYPE =
: A, HARDWARE SET 20. FINISHES TO MATCH SIMILAR CONDITIONS.
REVISE GRADING AS SHOWN ON C-601.
SEG G AS SHOWN ON C-60 OMIT MECHANICAL, ELECTRICAL, AND PLUMBING DEMOLITION ASSOCIATED WITH
EXISTING RESTROOMS. OMIT MEP WORK ASSOCIATED WITH NEW PUBLIC
OMIT GRADE BEAM & SOG AT VESTIBULE. OMIT COLUMNS, ROOF FRAMING, & MTL DECKING. RESTROOMS INLCUDING ALL PLUMBING FIXTURES, DOMESTIC WATER PIPING, WASTE
& VENT PIPING, LIGHTING, AND POWER. REMOVE RESTROOM EXHAUST FAN EF-1
OMIT 2 INTERIOR ROOF DRAINS (RD-1) AND ASSOCIATED STORM DRAIN PIPING. OMIT 2 HOT INCLUDING ALL ASSOCATED DUCTWORK AND EXHAUST GRILLES. RECONFIGURE
WATER RADIATORS FTH-6 & FTH-7 & ASSOCIATED HOT WATER PIPING. MOVE BOTH AC-1 MECHANICAL AIR SYSTEM FOR NEW OFFICES. ADD ONE ADDITIONAL VAV BOX.
AIR CURTAINS, RELOCATE ABOVE NEW SLIDING DOOR LOCATIONS, REROUTE HYDRONIC PROVIDE ONE SUPPLY DIFFUSER AND RETURN GRILLE FOR NEW OFFICE. INCREASE
PIPING AS REQUIRED. DELETE VESTIBULE LIGHTING. RELOCATE M1-300.2 & M1-300.3 SIZE OF STORM AND OVERFLOW DRAIN SERVING ROOF DRAIN AREA #3 TO 8" TO
SLIDING DOOR OPERATORS, DOOR CONTACTS, DOOR BELLS, INTERCOM, CARD ACCESS ACCOMODATE REVISED ROOF LAYOUT. RECONFIGURE FIRE SPRINKLERS & ANY
READERS W/ POWER & DATA TO NEW DOOR LOCATIONS. OMIT SLIDING DOOR OPERATOR, INSTALLED FIRE ALARM DEVICES FOR NEW OFFICES.
DOOR BELL & CARD READER FOR DOOR M1-300.4. RELOCATE FIRE ALARM DEVICES TO
NEW DOOR LOCATIONS. OMIT SPRINKLERS.
KEY PLAN
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GENERAL NOTES

1. REFERTO G104 FOR SYMBOL LEGEND.

2. AREAS IDENTIFIED FOR DEDUCTS ARE APPROXIMATE AND
GENERAL IN NATURE. REFER TO A-103.A, A-103.B, A-103.C AS
WELL AS OTHER SHEETS THROUGHOUT SET FOR SPECIFICS
RELATED TO DEDUCTS.

DEDUCT LIST

1| DEDUCT 3, OMIT ELEVATORS: PROVIDE 2HR RATED WALL TO SEAL
ELEVATOR SHAFT.

2 | DEDUCT 4, OMIT ELEVATOR CORE, 2ND AND 3RD FLOORS: SEE
2/A-103.A FOR REVISED PLAN. WALLS AROUND EMS ARE TO BE SMOKE
RESISTANT, NON-RATED.

3 | DEDUCT 5: OMIT VESTIBULE: RE: 1/A-103.A FOR REVISED EXIT DOOR
LOCATIONS.

4 | DEDUCT 6: DO NOT RELOCATE POLICE: 2-HR RATED FIRE/SMOKE
BARRIER WALL REMAINS BETWEEN BUILDING 1 AND 26, OMIT 1-HR

RATED FIRE BARRIER WALL BETWEEN POLICE AND WAITING, EXTEND
WAITING INTO THIS AREA. RE: 1/A-103.A FOR REVISED PLAN.

5 | DEDUCT 7, REDUCE LOBBY AREA AND VOLUME: OCCUPANT LOADS
FOR WAITING AREAS ARE REDUCED, RE: 1/A-103.B FOR REVISED PLAN.

|
' 508 : . 6 | DEDUCT 8, LEAVE EXISTING RESTROOMS AND 2 OFFICES IN PLACE:
b "IEH:LI;LLLL_LEICtt[ o - "5//COMM éT,R / " EXISTING WALLS REMAIN IN EXISTING CONDITION. PROVIDE
Ty CCM AN | L../ 3 o RO I SMOKE-RESISTANT, NON-RATED WALLS AROUND PERIMETER OF NEW
LY ool el 4 Rt OFFICE GROUP ALONG GRID LINES D AND 10.
>4 I_I_I_I_ILLIEL‘LIL L -/./.-,-/./- -7, 71l
R T T O %4 A DOOR / oY N
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VA OIF/OEF Addition, Building Code Approach,

Sep. 18th, 2015

The new VA OIF/OEF Addition will be a 10,000 square foot addition to the existing KC VA
hospital. The existing hospital is a high-rise healthcare facility. It is located on federal property
governed by Veterans Administration codes and the Authority Having Jurisdiction for VA. Local
authorities should be notified about planned projects and given opportunity to review drawings.

VA Applicable Codes:

Code Approach:

1. Occupancy and Use

2011 DVA Fire Protection Design Manual
2015 International Building Code (IBC) except for Chap. 10
2015 NFPA 101 Life Safety Code (LSC)

VA Sustainable Design & Energy Reduction Manual
2014 National Electric Code (NEC)

2012 National Standard Plumbing Code (NSPC)
2012 NFPA99 Healthcare Facilities Code

Other NFPA Codes except NFPA 5000 and NFPA 900.
Architectural Barriers Act Accessibility Standard (ABAAS)
PG-18-13 VA Barrier Free Design Guide

2015 VA Physical Security Design Manual (PSDM)
2013 Safety Code for Elevators and Escalators (ASME A17.1)

2004 Ventilation for Acceptable Indoor Air Quality (ASHRAE 62.1-2004)

IBC: Per IBC this building is a three story B occupancy addition to high-rise

building of I-2 occupancy with assembly and storage uses.

LSC: Per the Life Safety Code this building is to be considered a Health-Care
Occupancy with Business Space and regulated as such by NFPA 101.

2. Nonseparated Mixed Occupancies
IBC: Occupancies shall be individually classified but not separated by rated

construction.

LSC: Life Safety Code requirements are applied to their respective spaces.

3. Smoke Compartments

IBC/LSC: Smoke Compartments with a maximum area of 22,500 sq. ft. are
required on patient floor or floors with over 50 occupants to be separated by 1-hr

rated Smoke Barriers.

4. High Ceiling in Lobby

IBC: 2-story floor opening separated from the I-2 occupancy corridors by smoke
partition construction and other floor openings by shaft wall construction.
LSC: Convenience Opening is separated by smoke partition from corridors in

other areas.

Co porak Fbead. quanters
3100 South 24" Street, Suite E
Kansas City, Kansas 66106

VA OIF/OEF Addition, Building Code Approach,

Office: (913) 722-3473
Fax: (913) 722-3484
www.fSc-inc.com

Sep. 18th, 2015

Mailing Qddness
9225 Indian Creek Pkwy, Ste. 300
Overland Park, Kansas 66210
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Wall penetrations

Floor penetrations

Active Fire Protection:
Automatic Sprinklers

Fire alarm system

Smoke Detectors

Fire extinguishers

Emergency and Standby Power:

Exit signs

Fire Alarm System

Egress illumination

Essential Electrical System

Co porat Fbead. quanters
3100 South 24" Street, Suite E
Kansas City, Kansas 66106

F rating = rating of the wall penetrated (IBC
Section 714.3.2), Fire dampers not required in 1-
hr rated fire barrier, (IBC 717.5.2 Exc. 3, NFPA80)

Annular space to resist the free passage of flame
and smoke (IBC Section 714.4.1.2)

NFPA 13 automatic sprinkler system required.

(IBC Section 903.2.6)

Manual pull stations Required (IBC Section
907.2.2(3)) (NFPA101 Section 18.3.4.2.1) Voice
Alarm (DVA Fire Protection Design Manual

Section 7.3(B))

Required in waiting rooms open to corridors (IBC
Sections 407.2.1(3), 907.2.6.2, NFPA 101 Section
18.3.6.1(1)(b)) Not required in areas separated
from corridors by smoke partition construction.

Required (IBC Section 906) Fire Extinguisher
Cabinets sized for 2 ¥z gallon pressurized water
extinguisher are required. DVA Fire Protection
Design Manual Section 6.4(B)

Required (NFPA 101 Section 7.10.4)

Required (NFPA 72)

Required (NFPA 101 Section 18.2.9, 7.9.2.1)

Secondary Power is required for Emergency
Systems and additionally Hospital Critical Systems
which include illumination and selected

Office: (913) 722-3473
Fax: (913) 722-3484
www.fSc-inc.com

Mailing Qddness
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VA OIF/OEF Addition, Building Code Approach,

Sep. 18th, 2016

Code Summary

Occupancy Classification:

Mixed Use Approach:

Type of Construction:

Business — B, Assembly — A-3, Storage — S.

Nonseparated Mixed Use and Incidental Uses

(Section 508.3)

LSC: Type 11(222) IBC: Type IA reduced

Mixed Occupancy with existing Healthcare - I-2,

Construction (3 hr-rated, non-combustible) — IBC
most restrictive

Height Limitations and Allowable Floor Area (LSC Table 19.1.6.1, IBC Table 503):

The allowable height, number of stories and floor area is base on a |-2 Occupancy in a
sprinklered building of Type IA construction.

Basic Allowable Building Area Unlimited ft2
Allowed by IBC,
Building Element VA Addition Business Occupancy
Fully Sprinklered Building
Type | A Construction
Max Building Area - ft? <10,000 ft? Unlimited
Number of Stories 3 Unlimited

Passive Fire Resistive Requirements:

Construction Materials

Co te Head Foxn

Noncombustible (IBC Section 602.2)

Fire Retardant treated wood is allowed in
nonbearing partitions of a fire resistance rating of
2hr or less (IBC Section 603.1 — Exception 1.1)

Fire Retardant treated wood is allowed in
nonbearing exterior walls where no fire rating is
required (IBC Section 603.1 — Exception 1.2)

(i
3100 South 24" Sireet, Suite E
Kansas City, Kansas 66106

VA OIF/OEF Addition, Building Code Approach,

Accessible Means of Egress Elevators

Exiting:

Number of Exits Required

Spaces with one means of Egress

Office: (913) 722-3473
Fax: (913) 722-3484
www.fsc-inc.com

Sep. 18th, 2015

Maiting Qddress
9225 Indian Creek Pkwy, Ste. 300
Overland Park, Kansas 66210
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receptacles in patient care areas and nurses’
stations and possibly heating for patient rooms in
event of a power loss. NFPA99 Sections
45223.3,45223.4

Required to be supplied with standby

power (IBC Section 2702.2.2)

At least 3 exits per floor from the building are required

(NFPA101 Section 7.4.1.2) as the combined occupant load is
more than 500.

Non-sleeping rooms of less than 2500 sq. ft. (NFPA101

Section 18.2.5.5) Assembly rooms require two exits
(NFPA101 Section 7.4.1.1)

Exit Width Factors

Doors
Stairs

Minimum Width

Sliding Doors

Minimum Height

Co te Head Foun

0.2 inch per person (NFPA101 Section 7.3.3.1)
0.3 inch per person (NFPA101 Section 7.3.3.1)

Major Corridor: 8 feet (NFPA Section 18.2.3.4)
Corridor: 4 feet, 6 feet with projections allowed

(NFPA 19.2.3.4)
Stair: 44 in (NFPA101 Table 7.2.2.2.1.2(B))
Door: 34 in clear (PG-18-13 Section 4.13)

In the event of power failure, the leafs are able to

be opened manually. (NFPA101 Section 7.2.1.14)

7.15.1)

Corridors and rooms: 90 in (NFPA101 Section

Stair: 80 in (NFPA101 Table 7.2.2.2.1.1(a))
Door: 80 in (NFPA101 Section 7.1.5.1)

(i
3100 South 24" Sireet, Suite E
Kansas City, Kansas 66106

Office: (913) 722-3473
Fax: (913) 722-3484
www.fsc-inc.com
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VA OIF/OEF Addition, Building Code Approach,

Sep. 18th, 2015

Rigid insulation

Other wood in walls

Structural frame

Interior and exterior bearing walls

Roof construction

Floor construction

Occupancy separations

Smoke Compartmentation

Convenience Opening

Shaft enclosures

Corporate Headguart
3100 South 24™ Street, Suite E
Kansas City, Kansas 66106

VA OIF/OEF Addition, Building Code Approach,

Required to be separated from the interior space
by % inch regular gypsum board (IBC Section
2603.4)

Fire retardant treated (IBC Section 603.1)

3-hour columns where supporting floor, 2-hour
where supporting roof only (IBC Table 601) 2-
hour beams reduced from 3-hrs (IBC Section
403.2.1.1(1))

2 hour construction (IBC Table 601), Reduced
from 3-hrs by (IBC Section 403.2.1.1(1))

1 hour construction (IBC Table 601), Reduced
from 1 Y2-hr (IBC Section 403.2.1.1(1))

2 hour construction (IBC Table 601)

Non-rated smoke partition separation from hospital
corridors required. (NFPA101 18.3.6.1, IBC
Section 407.2.1)

1 hour Smoke Barriers creating smoke
compartments subdividing every floor with patient
sleeping (50 or more) with a maximum area of
22,500 sq. ft. each. (NFPA 101 Sections 18.3.7.1,
18.3.7.3, IBC Section 407.5) Cross Corridor
Doors in Smoke Barriers or Horizontal Exits
required to be provided with vision panels. (NFPA
101 Section 20.3.7.11

Convenience opening to be separated from
corridors by a smoke partition. (NFPA 101
Section 8.6.9.1(5)). (IBC Section 712,1.9) Smoke
dampers not required. (NFPA 101 Section

2 hour fire barrier shaft. (IBC Section 713.4)

Office: (913) 722-3473 Ma&emg Addness
Fax: (913) 722-3484 9225 Indian Creek Pkwy, Ste. 300
www.fsc-inc.com Overland Park, Kansas 66210
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Sep. 18th, 2015

Panic hardware

Travel Distance to an Exit

Common path of travel

Dead End Corridors
Exit Separation

Exit Signs

Egress lllumination

Corporate Headguart
3100 South 24™ Street, Suite E
Kansas City, Kansas 66106

Required (NFPA101 Section 12.2.2.2.3) on room exit doors
in Assembly occupancies with over 100 occupants.

Required (NEC 110.26(C)(3)) in electrical rooms with
equipment rated 800 amperes or more and over 6 ft wide
that contain over current devices, switching devices, or
control devices.

From any point in a Healthcare Occupancy to an exit not
greater than 200 ft. (NFPA101 Section 19.2.6.2.1)

100 ft. - Healthcare (NFPA101 Section 18.2.5.3)

30 ft - Healthcare (NFPA101 Section 19.2.5.2)

Separated by one-third the diagonal of the area served
(NFPA101 Section 7.5.1.3.3)

Required (NFPA101 Section 7.10.1.2.1, Section 18.2.10)

Required - 1 ft-candle on walking surfaces, 70 ft-
candle in stairs (NFPA101 Section 19.2.8)

Office: (913) 722-3473 .Mcuémg Addness
Fax: (913) 722-3484 9225 Indian Creek Pkwy, Ste. 300
www.fsc-inc.com Overland Park, Kansas 66210
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VA OIF/OEF Addition, Building Code Approach,

Sep. 18th, 2015

Elevator Hoist ways

Elevator lobbies

2-hour rated fire barrier shaft enclosure with 90-
minute doors. (IBC Section 3002.1)

Not required as does not connect more than 3

stories. (IBC Section 3006.2)

Elevator machine rooms 2-hr (IBC Section 3006.4)

Exterior nonbearing walls 0 hour construction (IBC Table 602)

Interior permanent partitions 0 hour (IBC Table 601)

Corridors 0 hour construction (NFPA101 Section 18.3.6.2.2)
but designed to limit the transfer of smoke

(NFPA101 Section 18.3.6.2.3)

Electrical room 1 hour walls and ceiling (45 minute doors provided
with panic hardware and swinging in direction of
egress when equipment is rated at 800 amps or
more and over 6 ft wide) with fire dampers (NEC

110.26(C)(3), 450.42 Exc.1)

Incidental Storage rooms>50 sq ft Construction to resist the passage of smoke (IBC
Section 509.4.2) 0 hour (NFPA101 Section
18.3.2.1.2)

Incidental Storage rooms>100 sq ft 1-hr (NFPA101 Section 18.3.2.1.2)

Soiled linen & trash rooms 1 hour where 64 gallons is exceeded (LSC Section

18.3.2.1.2)

Fire resistive, UL 752 Level 3 ballistic-resistant
(PSDM 5.13.3.1)

Masonry construction UL 752 Level 3 forced
entry resistant (PSDM 5.13.3.2)

Police Operations Room

Police Holding Room

(¢ pevate Head, it Office: (913) 722-3473 .Mcuemg Addness
3100 South 24" Street, Suite E Fax: (913) 722-3484 9225 Indian Creek Pkwy, Ste. 300
Kansas City, Kansas 66106 www.fsc-inc.com Overland Park, Kansas 66210
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EXIT AND EGRESS LEGEND

N EGRESS DOOR WITH EXIT SIGN

b 4

WHERE EXIT DOORS INSTALLED SWING IN THE
DIRECTION OF EGRESS AND HAVE EXIT SIGN WITH
PANIC HARDWARE

—+— XXX DIRECTION OF EGRESS WITH POPULATION

(XXX-X")

TRAVEL DISTANCE

(XXX-X') A COMMON PATH OF TRAVEL

INDICATES NUMBER OF OCCUPANTS

____——— DOORS OR STAIRS OR OPENINGS
NUMBER OF OCCUPANTS

REQUIRED WIDTH (INCHES)
AVAILABLE WIDTH (INCHES)

NNNN
ey

NNNN
Hiti#

33/68

EXIT AND EGRESS REQUIREMENTS

EGRESS WIDTH FACTORS

SP = SMOKE PROTECTED
NSP = NON SMOKE PROTECTED

STAIRS 0.3 INCHES PER PERSON (NFPA 101 SECTION 7.3.3.1)

DOORS AND RAMPS <1:12

0.2 INCHES PER PERSON (NFPA 101 SECTION 7.3.3.1)

ALLOWABLE TRAVEL DISTANCE

HEALTH CARE 300 FEET (NFPA 101 SECTION 18.2.6.2.1

COMMON PATH OF TRAVEL

HEALTH CARE 100 FEET (NFPA 101 SECTION 18.2.5.3)
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ELEVATOR SHAFT.
TRUE  PROJECT
NORTH ~ NORTH 2

UNOCCUPIED
ROOF
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DEDUCT 3: PROVIDE 2-HR RATED ASSEMBLY TO SEAL THE

DEDUCT 4: OMIT WORK ON THIS FLOOR.

UNOCCUPIED
ROOF
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LIFE SAFETY 2ND FLOOR PLAN DEDUCT LIST
FIRE OPENING DAMPERS WALL PENETRATION 1/8"=1-0" 1 | DEDUCT 3: PROVIDE 2-HR RATED ASSEMBLY TO SEAL THE
WALL TYPE RATING | FIRE RATING F: FIRE RATING JRUE - PROJECT FLEVATOR SRAFT
(HOUR) (HOUR) S: SMOKE (HOUR) 2 | DEDUCT 4: OMIT WORK ON THIS FLOOR.
—5—5—65—5—5—5—=5-
SMOKE RESISTANT SELF-CLOSING S IN AIR TRANSFER WALL 0
NON-RATED PARTITION TIGHT FITTING OPENING WITH TIGHT INSTALLATION
OCCUPANT LOAD )
SYMBOL FACTOR 1-HOUR 34 WALLS: F IN UNDUCTED 5
(FT?/PERSON) FIRE BARRIER WALL OPENINGS. =
BLDG 1
ASSEMBLY 000000000000 SHAFT: F & S IN DUCTED g
TABLES & CHAIRS 2-HOUR AND UNDUCTED OPENINGS. I~
C ===
MECHANICAL FIRE BARRIER WALL (SECTION 717.5.3) = A -
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MAINTAIN THIS PORTION OF CANOPY UNTIL BLDG 1
DROP-OFF CANOPY IS IN USE. PROVIDE TEMPORARY
COVER OVER SIDEWALK FROM EAST END OF DROP-
OFF TO BLDG 26 ENTRANCE, RE: CD102

30'-1"+/-

A\
LINE OF ENCLOSED VESTIBULE BELOW\\\

<

CANOPY ROOF TO REMAIN N

SECOND FLOOR DEPENDENCY PLAN - BUILDING 26 CANOPY

@3

REFER TO AD105, AD323 & A-327 FOR
DEMOLITION NOTES AND CANOPY
INFORMATION.
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CONSTRUCTION DEPENDENCIES KEY NOTES

REMOVE WINDOWS & INFILL OPENINGS IN THIS ROOM BETWEEN
5:30 PM & 4:30 AM.

@ WORK IN THE FOLLOWING ROOMS IS TO BE DONE BETWEEN 5:30
PM AND 4:30 AM: OFFICE M1-241, EXAM M1-243, EXAM M1-245,
EXAM M1-247 AND EXAM M1-249. ENCLOSE WINDOW OPENINGS
PRIOR TO BEGINNING CONCRETE DEMOLITION.

WORK IN THE FOLLOWING OFFICES IS TO BE DONE BETWEEN 5:30
PM AND 4:30 AM: M1-566, M1-568, M1-570, M1-572, M1-574, M1-
576, M1-578. ENCLOSE WINDOW OPENINGS PRIOR TO
BEGINNING CONCRETE DEMOLITION.

(0]

@ SCHEDULE WORK IN THIS AREA AFTER HOSPITAL VISITING HOURS.

INSTALL INSULATED DUST PARTITION. MAINTAIN 5'-0" WIDE
CORRIDOR. AT EGRESS DOORS, LOCATE DUST PARTITION & BUILD
NEW WALL TO MINIMIZE IMPACT ON DOOR HOLD-OPEN DEVICE.
ONCE DUST PARTITION IS REMOVED, WORK TO RESTORE FINISHES
IN HALL THAT CANNOT BE DONE WHILE PARTITION IS IN PLACE IS
TO BE DONE BETWEEN 5:30 PM & 4:30 AM.

(]

A

AT STAIRS S19 MAINTAIN EGRESS DURING CONSTRUCTION.
PROVIDE TEMPORARY SIDEWALK FROM EXIT DOOR TO PARKING
LOT ON WEST., RE: CD102

@ AT STAIR S16, PROVIDE TEMPORARY EGRESS FROM STAIR THRU

OFFICE
M1-241

M

BUILDING 26, RE: 1/A-001. REMOVE DOOR TO C1-53. SAVE FOR
REINSTALLATION. CONSTRUCT TEMPORARY 2-HOUR WALL OF
SHAFT WALL CONSTRUCTION. INSTALL RATED DOOR & FRAME.
REMOVE ILLUMINATED “EXIT" SIGN FROM ABOVE WEST DOOR (S1+
16.1) & RELOCATE TO ABOVE NEW DOOR. DISCONNECT
ELECTRONIC CONTROLS & REMOVE ALL SIGNAGE INDICATING
EGRESS THRU WEST DOOR. INSTALL PLYWOOD OVER DOOR S1-
16.1 DURING CONSTRUCTION.

NEW BLDG 26 CONNECTION. RELOCATE PARTITION AS WORK

H e INSTALL INSULATED DUST PARTITION TO ISOLATE WORK RELATED TG

PROCEEDS TO MINIMIZE RESTRICTED AREA.

EXAM
M1-243

EXAM

M1-245

EXAM
M1-247

TO EXTEND SERVICES TO NEW OR REMODELED AREAS W/OWNER.

SERVICES INCLUDED MEDICAL VACUUM, MEDICAL AIR, OXYGEN

& FIRE ALARM. WORK TO BE DONE OUTSIDE OF NORMAL BUSINESS
HOURS.

@ N @ COORDINATE OVERHEAD WORK IN OCCUPIED AREAS REQUIRED

ENTRY POINT OF RELOCATED FDC, FP, & WATER LINES.
RE: NOTE 2 ON G-202.
C1-23

CONSTRUCTION DEPENDENCIES GENERAL NOTES

1. DURING CONSTRUCTION OF THE OEF/OIF ADDITION, THE WEST
ENTRY OF BUILDING 26 (VALOR PAVILION) & THE NORTH DOOR OF
BUILDING 15 (FREEDOM TOWER) WILL PROVIDE PATIENT AND STAFF
ACCESS TO THE FACILITY.

L

2. THE EXISTING CIRCLE DRIVE WILL BE BLOCKED SOUTH OF THE ENTRY]
TO PARKING LOT 1. THE NORTH HALF OF THE CIRCLE WILL BE FOR
COVERED DROP-OFF OF HANDICAP PATIENTS AT BLDG 26. THE SOUTH
L= HALF OF THE CIRCLE DRIVE WILL BE IN THE CONSTRUCTION LIMIT LINE
DEFINED BY ATEMPORARY FENCE AND WILL BE USED BY
CONSTRUCTION PERSONNEL.

3. BUILDING 26 ENTRY IS TO ALLOW FOR COVERED DROP-OFF OF
PATIENTS IN WHEEL CHAIRS UNTIL NEW COVERED DROP-OFF AT BLDG
11S USEABLE AND A TEMPORARY COVERED WALK IS PROVIDED FROM
THE CANOPY TO BLDG 26 ENTRY. PROVIDE TEMPORARY PROTECTION
B & SIGNAGE TO ALLOW FOR THIS. THE LOCATION OF THE PROJECT LIM
LINES, CONSTRUCTION FENCING, & SIGNAGE MAY CHANGE SEVERAL
TIMES TO ACCOMMODATE THIS.

|
>

4. REFER TO CD101 & CD102 FOR SITE CONSTRUCTION LIMIT LINES,

STAIRWELL
S19

LOCATION OF CONSTRUCTION FENCE, AND PROVISIONS FOR
TEMPORARY ACCESS TO BUILDING 26 ENTRANCE AND TEMPORARY
EGRESS FROM BLDG 1. ADJUST CONSTRUCTION LIMIT LINES AS
CONSTRUCTION PROCEEDS & PATIENT USE OF THE NEW DROP-OFF
CANORPY IS PROVIDED.

5. PROVIDE ATEMPORARY SIDEWALK OUTSIDE THE CONSTRUCTION

LIMIT LINES FROM STAIRWELL S19 TO THE WALK LEADING TO WESTERN
PARKING LOTS, REFER TO CD102.

6. FIRE PROTECTION & DOMESTIC WATER LINES ARE TO BE RELOCATEL
PRIOR TO BEGINNING WORK ON FOUNDATIONS. REFER TO NOTES ON

G-202, FX102, PD102, P-101, & CIVIL DRAWINGS.

7. ALL WORK AFFECTING UTILITY CONNECTIONS TO THE BUILDING
WILL BE DONE DURING EVENINGS OR WEEKENDS & WILL BE
SCHEDULED WITH THE VA A MINIMUM OF 2 WEEKS IN ADVANCE, RE: 0
00 00 GENERAL REQUIREMENTS.

8. COORDINATE DEMOLITION & CONSTRUCTION WORK WITH THE
ASBESTOS ABATEMENT CONTRACTOR. REFER TO THE ASBESTOS
ABATEMENT SPECIFICATIONS (02 82 13.13) & DRAWING (HA103) &
DEMOLITION DRAWINGS OF VARIOUS DISCIPLINES.

NOTE: DRAWING SHOWS OVERLAP OF
NEW WORK AND EXISTING PLAN

FIRST FLOOR DEPENDENCY PLAN

9. BEFORE STARTING INTERIOR WORK, AN INFECTION CONTROL RISK
ASSESSMENT (ICRA) IS TO BE DEVELOPED BY THE VA PM AND THE

OFFICE OF INFECTION CONTROL. ALL WORK DURING CONSTRUCTION
& UPON COMPLETION OF CONSTRUCTION IS TO COMPLY WITH

TYPE OF CONSTRUCTION ACTIVITY & THE PATIENT RISK GROUP.

10. BEFORE CONSTRUCTION BEGINS, MEET WITH VA TO PERFORM A
PRE-CONSTRUCTION RISK ASSESSMENT. THE RISK ASSESMENT WILL
IDENTIFY INTERIM LIFE-SAFETY MEASURES REQUIRED DURING
CONSTRUCTION. INTERIM LIFE-SAFETY MEASURES INCLUDE DEVELOPIN
& INSTALLING TEMPORARY EXITING SIGANAGE & TRAINING FOR
OWNER'S PERSONNEL AS EGRESS ROUTES CHANGE TO ALLOW FOR
CONSTRUCITON.

11. WHERE WORK IS REQUIRED IN EXISTING ROOMS OCCUPIED
DURING CONSTRUCTION, HOURS FOR CONSTRUCTION GIVEN IN
CONSTRUCTION DEPENDENCIES NOTES INCLUDE TIME REQUIRED BY
VA REPRESENTATIVES TO CONFIRM ACCEPTABLE CLEANLINESS
STANDARDS FOR ICRA HAVE BEEN ACHIEVED.

12. TEMPORARY DUST PARITIONS/CONSTRUCTION BARRIER TO BE 3-5/
MTL STUDS @ 16" O.C. W/ACOUST. INSULATION AND (1) LAYER OF 5/8
GYP, BD. EACH FACE. PLACE BOTTOM TRACK ON 6" WIDE MASONITE
SHINY SIDE DOWN TO PROTECT FLOOR. TEMPORILY ANCHOR TOP
TRACK TO CLNG GRID. APPLY 6 MIL FLAME-RETADRDANT PLASTIC
SHEETING TO OCCUPIED SIDE. TAPE BOTTOM TO MASONITE. EXTEND
TOP UP OVER CLNG GRID & SECURE ABOVE CLNG. PROVIDE STICKY
WALK-OFF MAT @ EA. SIDE OF DOOR IN CONSTRUCTION BARRIER.
DOORS IN CONSTRUCTION BARRIERS ARE TO BE SELF-CLOSING. LOCK
IN DOORS & GATES IN CONSTRUCTION BARRIERS ARE TO BE KEYED TO
OWNER'S KEYING SYSTEM.

13. GC IS TO PROVIDE ALL TEMPORARY SIGNAGE NECESSARY TO
CLEARLY INDICATE EXIT ROUTING AND IDENTIFY EXITS DURING
CONSTRUCTION. REVISE REMPORARY SIGNAGE WHEN EXITING
CHANGES AS CONSTUCTION PROGRESSES.

14. RE: A-001 FOR INTERIM EGRESS

B

BLDG 15

BLDG 26 CANOPY

BLDG 26
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CONSTRUCTION DEPENDENCIES KEY NOTES

@ CONCRETE DEMOLITION IN AREAS IMMEDIATELY OUTSIDE OF
2ND FLOOR OFFICES IS TO OCCUR ON WEEKDAYS BTWN 5:00
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1N e — N
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|
@ . | L ] _ H <
~ E1 E2 E3 E4 — E5 <_ V OLJ\ HAS BEEN COMPLETED.
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s — — — — — ~ (1) PROVIDE DUST PARTITION. RELOCATE AS CONSTRUCTION
PROGRESSES
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? /\ sl @ WORK IN THIS AREA TO BE DONE BETWEEEN 5:30 PM & 4:30AM
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® LOCATION OF ASBESTOS CONTAINING PIPE INSULATION

LOCATION OF ASBESTOS CONTAINING FLOOR TILE

CEMENT ASBESTOS BOARD RADIATOR BACKING

LOCATION OF TAR COATING

NOTE:

THE ASBESTOS ABATEMENT CONTRACTOR WILL REMOVE
ASBESTOS FROM STEAM PIPES AS NECESSARY TO ALLOW
MECHANICAL CONTRACTOR TO DISCONNECT AND TAP PIPING .
THE ASBESTOS ABATEMENT CONTRACTOR WILL REMOVE
RADIATORS AND ASBESTOS INSULATION AROUND THEM.
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